NOTICE: This is the author’s version of a work that was accepted for publication in Electric Power Systems Research. Changes resulting from the publishing process, such as peer review, editing, corrections, structural formatting, and other quality control mechanisms may not be reflected in this document. Changes may have been made to this work since it was submitted for publication. A definitive version was subsequently published in Electric Power Systems Research, Vol. 81, Issue 9 (2011). http://doi.org/10.1016/j.epsr.2011.05.001
Voltage Imbalance Analysis in Residential Low Voltage Distribution Networks with Rooftop PVs

Farhad Shahnia\textsuperscript{1}, Ritwik Majumder\textsuperscript{2}, Arindam Ghosh\textsuperscript{1}, Gerard Ledwich\textsuperscript{1}, and Firuz Zare\textsuperscript{1}

\textsuperscript{1}Engineering Systems School, Faculty of Built Environment and Engineering, Queensland University of Technology, Brisbane, Australia
\textsuperscript{2}Power Technology Group of ABB Corporate Research, Sweden

Corresponding Author: f.shahnia@qut.edu.au

Abstract—The installation of domestic rooftop photovoltaic cells (PVs) are on the rise due to feed-in tariff and changes driven by environmental concerns. Even though the increase in the PV installation is gradual, their locations and ratings are often random. Therefore, such single-phase bi-directional power flow can have adverse effect on the voltage imbalance of a three-phase distribution network. In this paper, a voltage imbalance sensitivity analysis and stochastic evaluation based on the ratings and locations of single-phase grid-connected rooftop PVs in a residential low voltage distribution network are presented. The stochastic evaluation, based on Monte Carlo method, predicts a failure index of non-standard voltage imbalance in the network in presence of PVs. Some improvement methods are discussed and a new improvement method based on PV converter control is proposed.

Index Terms—Distribution Network, Sensitivity Analysis, Single-phase Rooftop PV, Stochastic Evaluation, Voltage Imbalance

I. INTRODUCTION

Current and voltage imbalance is one of the power quality problems in low voltage (LV) distribution networks [1]. Voltage imbalance is more common in individual customer loads due to phase load imbalances, especially where large single-phase power loads are used [2]. Although voltages are well balanced at the supply side, the voltages at the customer level can become unbalanced due to the unequal system impedances, unequal distribution of single-phase loads or large number of single-phase transformers [2]. Usually, the electric utilities aim to distribute the residential loads equally among the three phases of distribution feeders [3].

An increase in the voltage imbalance can result in overheating and de-rating of all induction motor types of loads [4]. Voltage imbalance can also cause network problems such as mal-operation of protection relays and voltage regulation equipment, and generation of non-characteristic harmonics from power electronic loads [3].

In recent years, there is a growing interest by the residential customers in the installation of single-phase grid-connected rooftop Photovoltaic cells (PVs) due to new energy and incentive polices in several countries [5]. The most important characteristic of these PVs is that their output power being fed to the grid is not controlled and is dependent on the instantaneous power from the sun. Several technical problems of these systems such as harmonics, voltage profile and power loss are already studied and investigated in [6-8].

The residential rooftop PVs are currently installed randomly across distribution systems. This may lead to an increase in the imbalance index of the network. This will increasingly cause problems for three-phase loads (e.g. motors for pumps and elevators). References [9-10] have investigated some technical problems of European and UK distribution networks for maximum allowable number of grid-connected PVs. However there is a need to investigate the sensitivity analysis of voltage imbalance in these networks.

A deterministic analysis may not be suitable given the randomness of PV installations and their intermittent nature of power generation. Monte Carlo method is already applied for analysis of uncertainties in the network in order to study load flow, voltage sag, fault and reliability [11]. Therefore, a stochastic evaluation based on Monte Carlo method is carried out in this paper to investigate and predict the network voltage imbalance for the uncertainties arising due to rooftop PV power ratings and locations. Later, some voltage imbalance mitigation methods are discussed and a new method is proposed.

II. VOLTAGE IMBALANCE

Voltage imbalance in the three-phase electric system is a condition in which the three phase voltages differ in amplitude and/or does not have its normal 120 degree phase difference. There have been several methods for definition, calculation and interpretation of Voltage Unbalance Factor (VUF) as proposed in [12-14]. IEEE Recommended Practice for Monitoring Electric Power Quality defines this as [15]

$$VUF\% = \left| \frac{V_-}{V_+} \right| \times 100$$

(1)

where $V_-$ and $V_+$ are the negative and positive sequence of the voltage, respectively. This will be referred to as percentage voltage imbalance in the paper.
According to [15], the allowable limit for voltage imbalance is limited to 2% in low voltage and medium voltage networks. Engineering Recommendation P29 in UK not only limits the whole voltage imbalance of the network to 2%, but also limits the voltage imbalance to 1.3% at the load point [16]. ANSI standard for “Electric Power Systems and Equipment Voltage Ratings (60 Hertz)” recommends that electrical supply systems should be designed and operated to limit the maximum voltage imbalance to 3% when measured at the electric utility end points under no-load conditions [17].

IEEE Recommended Practice for Electric Power Systems in Commercial Buildings (Gray Book) indicates that the single-phase power electronics based devices like the computers, entertainment equipment, etc may experience problems if the voltage imbalance is more than 2.25% where the voltage amplitudes exceed the limits [18].

The voltage imbalance has adverse effect on the three-phase power electronic based equipment in the network [19-20], (e.g., central speed variable air conditioners). It will also have adverse effect on the operating characteristics of three-phase induction motors used in water pumps, elevators, etc in residential apartment complex [5].

III. VOLTAGE IMBALANCE IN LV DISTRIBUTION NETWORKS WITH PV

The utilities try to minimize the imbalance index in their network by distributing single-phase loads equally across all three phases. Probabilistic studies have shown that it is very rare that the residential and small business loads can result in higher values of the voltage imbalance in the network. The measurements done in a LV distribution network in US [19], Brazil [20] and Iran [21] conclude that the probability of the voltage imbalance to be more than 3% in the network is about 2-5 %. However, this can only be achieved if the engineering judgements have been applied for selecting the appropriate size of the conductors and cables, transformer ratings and also if the load dispatch among the three phases are recorrected by later observations and measurements. If the appropriate designs have not been done or there is a non-standard voltage drop in the network, it is highly probable that the network also suffers from higher voltage imbalance.

As mentioned before, rooftop PVs that are currently being installed depend on outlook and financial condition of householders. Therefore, it is not unexpected that these installations are randomly placed along distribution feeders. For example, it is possible that 80% of customers on a phase have installed PVs, while the other two phases have only 50% and 10% installed. In such a condition, even if the voltage imbalance of the network was within the standard limits without any PVs, it is not guaranteed to remain so. Therefore, the possible PV installation number or rating on such systems must be investigated in a way that the voltage imbalance is still kept within the standard limit.

A. Network Structure

A sample radial LV residential urban distribution network is considered for voltage imbalance investigations. The simplified equivalent single line diagram of one feeder of the network is illustrated in Fig. 1. In this model, the PVs are all grid-connected such that the surplus of the electricity generated will flow to the grid. It has been assumed that all the PVs work at unity power factor based on IEEE Recommended Practice for Utility Interface of Photovoltaic Systems [22]. It is also assumed that the neutral conductor is making the pass for unbalance current circulation and the analysis is based on the mutual effect of three phases.

B. Power Flow Analysis

For calculating the voltage imbalance, it is necessary that the network to be analysed and the voltages at the desired nodes to be calculated. Based on the KCL on each node of phase A, we have for the kth node

$$\beta \left( V_{A,PV,k} - V_{A,k} \right) = \frac{V_{A,k+1} - V_{A,k}}{Z_f} + \frac{V_{A,k+1} - V_{A,k}}{Z_f}$$

(2)

where $Z_f$ is the feeder impedance between two adjacent nodes in phase lines, $V_{A,i} \; i=1,..,n$ is the single-phase voltage of the nth node of phase A, $Z_{A,L,k}$ is the load impedance connected to kth node of phase A and $V_{N,k}$ is the voltage of the neutral wire connected to kth node. $V_{A,PV,k}$ and $X_{A,PV,k}$ are the PV voltage and impedance connected to kth node of phase A. Similar equations are valid for phases B and C. In (2), the controlling constant $\beta$ is equal to 1 when there is a PV connected to kth node, otherwise, it is zero.

KCL for each node on the neutral line is

$$\frac{V_{N,k+1} - V_{N,k}}{Z_n} + \frac{V_{N,k+1} - V_{N,k}}{Z_n} + \frac{V_{N,k} - V_{A,k}}{Z_{A,L,k}} + \frac{V_{N,k} - V_{C,k}}{Z_{C,L,k}} = 0$$

(3)

where $Z_n$ is the feeder impedance between two adjacent nodes in neutral line.

The simplified diagram of the PV connection to the grid is shown in Fig. 2. Based on this figure, we have

$$P_{PV,k} = \frac{\left| V_{PV,k} \right| \left| I_{PV,k} \right|}{X_{PV,k}} \sin(\delta_{PV,k} - \delta_k)$$

(4)
\[ Q_{PV,k} = \frac{V_k |V_{PV,k}| \cos(\delta_{PV,k} - \delta_k) - V_k}{X_{PV,k}} \]  

(5)

where \( P_{PV,k} \) and \( Q_{PV,k} \) are respectively the active and reactive power output of the PV connected to \( k \)th node. Assuming \( P_{PV,k} \) and \( Q_{PV,k} \) to be constant and \( |V_k| \) and \( \delta_k \) are known, \( |V_{PV,k}| \) and \( \delta_{PV,k} \) can be calculated. Please note that \( Q_{PV,k} \) will be zero if the PV operates in Unity Power Factor (UPF).

\[ V_{PV,k} = |V_{PV,k}| \angle \delta_{PV,k} \]

\[ V_k = |V_k| \angle \delta_k \]

To calculate \( V_k \) from (2)-(5), an iterative method is required. Starting with a set of initial values, the entire network is solved to determine \( V_k \). Once the solution converges, the sequence components are calculated. These sequence components are later used to voltage imbalance calculation given in (1).

C. Sensitivity Analysis

The voltage at any node can be considered as a function of the location and rating of PV. Therefore the sensitivity of network voltage imbalance to a PV location and rating is expressed as

\[ S_k = \frac{\partial V_{UF}}{\partial P_{PV,k}} \frac{P_{PV,k}}{V_{UF}} \]  

(6)

Since voltages at each node are calculated iteratively, the sensitivity is calculated numerically once the iterations converge as

\[ S_k = \frac{V_{UF}(\gamma + 1) - V_{UF}(\gamma)}{P_{PV,k}(\gamma + 1) - P_{PV,k}(\gamma)} \]  

(7)

where \( 0 \leq \gamma \leq 4 \) defines the rating of the PV (i.e. 0.1,2,3,4,5 kW).
D. Stochastic Evaluation

Monte Carlo simulation is a powerful numerical method of stochastic evaluation based on random input variables [11].

The inherent characteristic of LV distribution networks includes random variation of residential load demand and PV power generation at different time periods. This variation is based on load demand in about 12 hours sunshine daily pattern and summer-winter periods. In addition to this, the random location and nominal power of PVs increase the randomness of the network.

For investigating the voltage imbalance in the network when there is a random combination of rooftop PVs with different ratings and at different location on all phases and feeders on the network, a stochastic evaluation based on Monte Carlo method has been carried out. Three random inputs of the stochastic evaluation are the number of householders with installed rooftop PVs, the ratings of the PVs and their location in the different phases and feeders. The flowchart of Monte Carlo method is shown in Fig. 3. In this figure, the inputs are network (load, feeder and transformer) data. The random number generation and selection of the other parameters for the Monte Carlo method is explained in Section IV(C). For each set of data, the load flow is carried out and voltage imbalance is calculated.

The expected VUF at the calculation node $\overline{VUF}_j$ from each trial $1 \leq k \leq N$, is calculated by

$$\overline{VUF}_j = \frac{1}{N} \sum_{k=1}^{N} VUF_k$$  \hspace{1cm} (8)

The unbiased sample variance for VUF at the calculated nodes (beginning or end of feeder) is as follows:

$$Var(\overline{VUF}_j) = \frac{1}{N-1} \sum_{k=1}^{N} (VUF_k - \overline{VUF}_j)^2$$  \hspace{1cm} (9)

The stopping rule of the Monte Carlo method is chosen based on achieving an acceptable convergence for $\overline{VUF}$ and $Var(VUF)$. In this study, the number of Monte Carlo trials is chosen as $N=10,000$ to achieve an acceptable convergence. This is more explained in the Appendix.

The voltage imbalance results as the output of the Monte Carlo simulations are used to calculate the Probability Density Function (PDF) and the average (mean value) of all VUFs which is shown as $\lambda$ in the paper.

IV. NUMERICAL RESULTS

A sample radial LV (415 V) residential urban distribution network is considered for voltage imbalance investigations. This network is supposed to supply electricity to a combination of residential and small business customers. It has three feeders, each three-phase and 4-wire system with equal length (400 m) and equal number of customers on each phase and feeder. The poles are located at a distance of almost 40 meters from each other. At each pole, 2 houses are supplied from each phase. The feeders and their cross-section are also designed appropriately based on the amount of power and the voltage drop. The technical data of the network is given in the Appendix.

It is assumed that the total electric demand of the network is almost 1 MVA including the LV network under consideration that is supplying a total demand of 360 kW. It is also assumed that during the period of study the loads of phase A, B and C are 60, 120 and 180 kW, respectively. The rest of the network load (the portion not included in this study) is considered as a lumped load. The rooftop PVs installed by the householders have an output power in the range of 1-5 kW working in unity power factor. Several studies are performed, which are discussed below.

The utilities usually measure and monitor the voltage imbalance at the beginning of the feeder (i.e. secondary side of the distribution transformer). As described previously, the probabilistic studies of the measurement results show that there is low chance of having a voltage imbalance beyond 2% at this location. Let us assume that the length of the three phases and number of customers per phase are the same. Even then, since the power consumption of the loads are different, there will be different voltage drops along the feeder. This will result in different voltage amplitudes and angles at different locations along the feeder. This phenomenon can result in high voltage imbalance especially at the end of the feeders. To keep the voltage drop within the limit all along the feeder, the utilities install single-phase pad mounted capacitors or increase the cross-section of the feeder. However, voltage imbalance at the end of the feeder still remains higher than the beginning of the feeder. This might cause a problem if some three-phase induction motors or power electronics based equipment are located far from the beginning of the feeder.
For example, in the network under consideration, the voltage amplitude at the beginning of the feeder is 0.975, 0.970 and 0.96 pu for phases A, B and C respectively. These values are decreased to 0.95, 0.92 and 0.90 pu at the end of the feeder, respectively. Therefore, voltage imbalance at the beginning of the feeder has increased from 0.45 % to 1.62 % at the end.

Due to time varying characteristic of residential load demand and PV output power, a study is included to investigate the voltage imbalance variation during a specific time period. Let us assume some PVs with the power output profile as shown in Fig. 4a and the residential loads with load profile as shown in Fig. 4b are considered [23-24]. The time varying characteristic of VUF at the beginning and end of the feeder is shown in Fig. 4c. VUF will have a time varying characteristic but its value might increase depending on the location and ratings of the PVs.

A. Case 1: Sensitivity analysis of a single PV on voltage imbalance

The voltage imbalance variation due to the location of one PV with a constant rating will depend on the total load of the phase in which it is installed. Usually rooftop PVs can have ratings up to 5 kW for urban residential customers. It is also important to define the point at which the voltage imbalance will be measured.

It is expected that the voltage profile will improve in the phase the PV is installed. Let us consider either a 1 kW or a 5 kW PV installation at the beginning, middle and end of a feeder. In Fig. 5, the voltage profile of phase A is shown. As expected, the voltage amplitude increases with PV of higher ratings or when it is installed at the end.
The installation of a PV in a low load phase (phase A in this case) results in the increase in voltage difference and hence voltage imbalance at the end of the feeder while having minor effect at the beginning of the feeder. This voltage imbalance is more if the PV is installed at the end of the feeder or if the rating of the PV is high. The sensitivity analysis of voltage imbalance (calculated at the end of the feeder) versus the location and rating of rooftop PV installed in low load phase A is shown in Fig. 6a.

Fig. 4(a). Power generation profile of a 2 kW rooftop PV. (b) 10 different types of residential loads profiles. (c) Time varying characteristic of voltage imbalance with constant location for PVs in the network.

The voltage difference between the phases reduces if the PV is installed in high load phase (phase C). The decrease is more pronounced at the end of the feeder than at the beginning. This decrease at the end of the feeder is more if the PV is installed at the end of the feeder or if the rating of the PV is high. The sensitivity analysis of voltage imbalance (calculated at the end of the feeder) versus the location and rating of rooftop PV installed in low load phase C is illustrated in Fig. 6b.

These results prove that a rooftop PV (with a rating of less than 5 kW) can cause network voltage imbalance to increase by 0.1% when installed at the beginning of the feeder and by 25% when installed at the end of the feeder, specifically when the feeder supplies up to 1 MW load. For example, in the worst case, the VUF figure of 1.62% without any PV increased to 2.02% (i.e., a 25% rise) when a 5 kW PV was installed at the end of the feeder. Even in this worst case, the VUF, at the end of the feeder, is not significant since it still does not lead to non-standard voltage imbalance. However, this may not be true when more than one PV get installed in the network.

Fig. 5. Variation of phase A voltage profile versus the location and rating of the PV in phase A.
B. Case 2- Mutual effect of PVs on voltage imbalance

In this part, it is assumed that a number of PVs are installed only in one phase of the network. Note that there are three feeders and the PVs will be installed in only the low load phase (A) in each of these feeders.

Fig. 7a shows the voltage imbalance in feeder 1 both at the beginning and end of the feeder. We first add PVs to phase A of feeder-1, one at a time with the maximum number being 10. Then the PVs in the other two feeders are added in the same manner. During this, the size of the PVs, varying from 1 kW to 5 kW, is assumed to be the same. It can be seen that VUF in feeder-1 rises rapidly as the PVs are added. However, adding PVs in the other two feeders does not cause a significant increase in the VUF in feeder-1. Also it can be seen that VUF increases with the size of the PVs. Moreover, note that VUF at the beginning of the feeder does not change much.

Fig. 7b shows VUF at the end of all three feeders when the 5 kW PVs are installed in phase A. This figure overlays the plot similar to those shown in Fig. 7a for all the three feeders. It is evident that VUF in each of the feeders increase significantly when PVs are installed in the feeder itself and rises at a slow rate when the PVs are installed in the other feeders.

Fig. 8, shows the effects of adding PVs in the high load phase (phase C). It can be seen from this figure that for smaller PVs (1 and 2 kW), the VUF decreases continuously. However for PVs of rating 3 kW and higher, VUF decreases up to a point, beyond which it rises sharply. The reason for this is that as the PV ratings increase, the power generated becomes higher than the load demand of the phase. This causes the phase voltage angle to differ from 120° resulting in higher VUF.

Another study is performed to find out the effects of number of PVs installed on a phase of a feeder while their total power injection to the grid remains constant, either at 10 kW or 20 kW. The results are shown in Table I which highlight the importance of the location of PV installation. For example, if 2×5 kW PVs are installed on nodes 1,10 or 2,10 or 5,10, they will result in different values of voltage imbalance. Now if the PVs are chosen 5×2 kW, the voltage imbalance might have increased or decreased compared to the previous situation. Therefore, making a general conclusion about voltage imbalance for different numbers of PVs on one phase but with constant total injected power seems to be impossible without taking into account their locations. Hence, through Fig. 6 and Table I, it can be concluded that the voltage imbalance is greater if PVs with constant total power injection are installed at the end of the feeder comparing to when installed at the beginning.
PV installed on Feeder 2, shown in Fig. 3 and feeders of the studied network independently.

Fig. 7. Network voltage imbalance variations based on the location and rating effects of the PVs in phase A of all three feeders, (a) calculated in feeder 1, (b) calculated on all feeders.

Fig. 8. Network voltage imbalance variations based on the location and rating effects of the PVs in phase C of all three feeders, (a) in the beginning of feeder 1, (b) at the end of feeder 1

Table I. Numerical Voltage Imbalance

<table>
<thead>
<tr>
<th>Total PV Power</th>
<th>Low Load Phase</th>
<th>High Load Phase</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>Feeder beginning</td>
<td>Feeder End</td>
</tr>
<tr>
<td>10 kW</td>
<td></td>
<td></td>
</tr>
<tr>
<td>2×5</td>
<td>0.42</td>
<td>1.87</td>
</tr>
<tr>
<td>2×5</td>
<td>0.43</td>
<td>2.00</td>
</tr>
<tr>
<td>5×2</td>
<td>0.43</td>
<td>2.00</td>
</tr>
<tr>
<td>5×2</td>
<td>0.43</td>
<td>1.95</td>
</tr>
<tr>
<td>5×2</td>
<td>0.45</td>
<td>2.13</td>
</tr>
<tr>
<td>10×1</td>
<td>0.41</td>
<td>1.83</td>
</tr>
<tr>
<td>4×5</td>
<td>0.47</td>
<td>2.22</td>
</tr>
<tr>
<td>4×5</td>
<td>0.51</td>
<td>2.81</td>
</tr>
<tr>
<td>4×5</td>
<td>0.54</td>
<td>3.02</td>
</tr>
<tr>
<td>5×4</td>
<td>0.52</td>
<td>2.92</td>
</tr>
<tr>
<td>5×4</td>
<td>0.51</td>
<td>2.73</td>
</tr>
<tr>
<td>5×4</td>
<td>0.51</td>
<td>2.73</td>
</tr>
<tr>
<td>10×2</td>
<td>0.45</td>
<td>2.14</td>
</tr>
<tr>
<td>20×1</td>
<td>0.53</td>
<td>2.20</td>
</tr>
</tbody>
</table>

C. Case 3- Stochastic Evaluation of voltage imbalance

A stochastic evaluation is carried out for investigating the uncertainties in the network. In this study, it is assumed the PVs (with rating of 1,2,3,4,5 kW) have equal probability of 20% each, as shown in Fig. 3. The uncertainty in the PV rating is modelled by drawing a random number $U_i$ distributed uniformly under [0, 1]. Using $U_i$, the instantaneous output power of each PV is selected in 0-5 kW range during day-night period. The uncertainty of PV location along the feeder, [0- 400 m], is modelled by drawing a random number $U_j$ distributed uniformly under [0, 1]. This is done for all phases and feeders of the studied network independently.

The number of the householders with installed rooftop PVs is assumed to be $\frac{1}{4}$, $\frac{1}{2}$ and $\frac{3}{4}$ of the total number of householders as 3 different scenarios, shown in Fig. 3. For selecting 1 out of these 3 scenarios, a random number $U_j$ distributed uniformly under [0,1] is used. If $U_j < 0.33$ then scenario 1 is selected, if $0.33 \leq U_j \leq 0.66$ then scenario 2 is selected and if $U_j > 0.66$ then scenario 3 is selected.
Another study was also carried out with normal distributions for $U_i$ with ($\mu = 0.5$ and $\sigma = 0.2$) and also $U_j$ with ($\mu = 0.3$ and $\sigma = 0.08$) that due to similarity in the results are not shown here.

This study was carried out for several times with minimum number of $N=10,000$ trials. A sample result for the scenario of $\frac{1}{2}$ householders having PV is shown in Fig. 9a. It can be seen that the voltage imbalance calculated at the beginning of the feeder always remain about 0.8%. This value for the end of the feeder varies between 1 and 3%.

The PDFs for the cases when $\frac{1}{2}$ of the householders have PVs is shown in Fig. 9b. The PDFs for all the three cases have mean value ($\lambda$) equal to 0.61% at the beginning of the feeder and 1.80% at the end of the feeder.

![Fig. 9. (a) Voltage imbalance for 1000 scenarios of random location and ratings of PVs. (b) Probability density function of voltage imbalance.](Image)

From Fig. 9b, it can be seen that, there is a high probability that the voltage imbalance at the end of the feeder is more than the 2% standard limit. This probability is referred to as the failure index ($F_\%$) which is the frequency of the cases in the shaded area in probability density function and is calculated as

$$F_\% = shaded \ area \times 100 \quad (10)$$

While voltage imbalance failure index is zero at the beginning of the feeder, it is about 30.19% at the end of the feeder.

The customer load consumption is different at different times. Therefore, the residential loads also have an effect on the VUF. This phenomenon is included as the fourth uncertainty condition for Monte Carlo method. The results of this analysis are given in Table II for different load consumption levels in the network during different times. It can be seen that when the loads are almost balanced, $\lambda$ and failure index decrease while they increase if the loads are highly unbalanced.

**Table II. $\lambda$ and Failure Indices of Voltage Imbalance of the Studied LV Distribution Network for Different Residential Load Levels**

<table>
<thead>
<tr>
<th>Residential Load Status</th>
<th>Highly Unbalanced</th>
<th>Lightly Unbalanced</th>
<th>Almost Balanced</th>
</tr>
</thead>
<tbody>
<tr>
<td>$\lambda$ at beginning of feeder</td>
<td>0.66</td>
<td>0.58</td>
<td>0.46</td>
</tr>
<tr>
<td>$\lambda$ at end of feeder</td>
<td>1.92</td>
<td>1.70</td>
<td>1.37</td>
</tr>
<tr>
<td>Failure Index ($F_%$)</td>
<td>46.0</td>
<td>22.3</td>
<td>6.0</td>
</tr>
</tbody>
</table>

The influence of the location of the PVs (at the beginning or end of the feeder) on voltage imbalance is discussed before. In the previous studies, it was assumed the PVs are distributed randomly along the feeder. It is of high interest to investigate the case when the majority of the PVs are installed at the beginning or at the end of the feeder. Therefore, another Monte Carlo study is carried out to investigate this phenomenon. The results of this study given are in Table III. It can be seen that generally when the majority of the PVs are installed at the end of the feeder, the failure index and $\lambda$ increase at the end points of the network.

**Table III. $\lambda$ and Failure Indices of Voltage Imbalance of the Studied Network considering majority of PVs installed at beginning or end of the feeder**

<table>
<thead>
<tr>
<th>Majority of PVs installed at</th>
<th>Beginning of Feeder</th>
<th>Middle of Feeder</th>
<th>End of Feeder</th>
</tr>
</thead>
<tbody>
<tr>
<td>$\lambda$ at beginning of feeder</td>
<td>0.61</td>
<td>0.61</td>
<td>0.62</td>
</tr>
<tr>
<td>$\lambda$ at end of feeder</td>
<td>1.88</td>
<td>1.97</td>
<td>2.06</td>
</tr>
<tr>
<td>Failure Index ($F_%$)</td>
<td>16.2</td>
<td>51.8</td>
<td>67.9</td>
</tr>
</tbody>
</table>

**V. IMPROVEMENT METHODS**

Based on the probabilistic and numerical results of Section IV, it can be concluded that the voltage imbalance at the beginning of the feeder, regardless of the location, number and rating of the installed rooftop PVs, is likely to be less than 1%. However, the voltage imbalance at the end of the feeder can be more than 2% for 30.19% of the cases. To reduce this imbalance, four improvement methods are discussed below, including one proposed PV converter control method.
A. Methods

The four improvement methods are discussed below.

(1) Increasing feeder cross-section: This will result in reducing the voltage drop along the feeder and therefore, there will be little difference among the voltage amplitude of three phases of a feeder at the end.

(2) Installing capacitors: Installation of pad mounted switched capacitors in the LV feeders. It is important to note that if a three-phase capacitor is installed on a LV feeder, the voltage imbalance will almost remain the same. However, if a capacitor is connected only on a phase at a point where the voltage is below 0.95 pu, the voltage profile of the phase can be improved.

(3) Both feeder cross section increase and capacitor installation: This is a combination of the above two methods.

(4) A new control scheme for PV converters: The previous three methods mentioned above will increase the cost of installations. Instead a new converter control strategy is presented below which will incur no additional cost. If the PV converter is connected only on a phase at a point where the voltage is below 0.95 pu, the voltage profile of the phase can be improved.

B. Numerical Results

To verify the efficacy of these methods, another set of stochastic studies are carried out. The results for the first three methods are given in Table IV. In this, the nominal case indicates when the feeder cross-section is 70 mm² and no capacitors are installed in the system. These are obtained from Fig. 9 (b). For method (1) mentioned above, the feeder cross-section is increased to 95 mm². The failure index reduces to 8.6%. For method (2), a 15 kVAR capacitor is installed at the 2/3rd distance from the beginning.
of the feeder. The failure index reduces to 3.5%. For method (3), both feeder cross-section has been increased to 95 mm² and a 15 kVAr capacitor is installed at the 2/3rd distance from the beginning of the feeder. In this case, the failure index is zero.

As mentioned earlier, the previous three methods will increase the cost of installation. This can be avoided by using the proposed converter control scheme. For method (4), let us assume the presence of three 1 kW rooftop PVs with proposed control scheme at the end points of one of the feeders. Since the voltage amplitude of the three phases where about 0.95, 0.92 and 0.90 pu at the end nodes, all the PVs have worked in the proposed control scheme to increase it to 0.96 pu on all phases. In this way, the voltage amplitude at the end node of for all three phases increase to 0.96 pu and VUF decreases to 0.23%.

A stochastic study has also been conducted to verify its performance for different scenarios of PVs installed in different locations and ratings in the network while three 1 kW rooftop PVs are installed always at the end of the three phases. The results of this study are shown in Fig. 10. It can be seen that \( \lambda \) reduces significantly from 0.61 to 0.16% at the beginning of the feeder and from 1.80 to 0.23% at the end of the feeder. The failure index for this case is zero.

The failure index and \( \lambda \) values for the network with four different improvement methods are given in Table IV. The efficacy of the discussed improvement methods is obvious from this table. Comparing the results in Table IV, it can be concluded that the proposed converter method has the highest effect on voltage imbalance reduction along the whole feeder with minimum costs applied to the network.

**Table IV. \( \lambda \) and Failure Indices of Voltage Imbalance of the Studied LV Distribution Network for Three Improvement Methods**

<table>
<thead>
<tr>
<th></th>
<th>Nominal Converter Case</th>
<th>Method-1 (Cross-section Increase)</th>
<th>Method-2 (Capacitor Placement)</th>
<th>Method-3 (Cross-section and Capacitor)</th>
<th>Method-4 (Converter Control)</th>
</tr>
</thead>
<tbody>
<tr>
<td>( \lambda ) at beginning of feeder</td>
<td>0.61</td>
<td>0.61</td>
<td>0.47</td>
<td>0.47</td>
<td>0.16</td>
</tr>
<tr>
<td>( \lambda ) at end of feeder</td>
<td>1.80</td>
<td>1.58</td>
<td>1.37</td>
<td>1.20</td>
<td>0.23</td>
</tr>
<tr>
<td>Failure Index (( F_i ) %)</td>
<td>30.19</td>
<td>8.6</td>
<td>3.5</td>
<td>0</td>
<td>0</td>
</tr>
</tbody>
</table>

![Fig. 10. Probability density function of voltage imbalance with the proposed control scheme.](image)

The main drawback of the proposed converter control method is the need to increase the capacity of the converter. Since PVs are owned and operated by the customer, this will increase the investment cost. Therefore, it is important to investigate an optimum capacity for the converters (i.e. the amount of reactive power that can be supplied by the converter to the grid). A study has been carried out to investigate the effect of limiting the capacity of the converter on the VUF. This result is shown in Table V. It can be seen that with a 16.62% increase in the capacity of these converters, failure index can be decreased from 30.19% to 1.8%.

**Table V. Failure Indices of Voltage Imbalance of the Studied LV Distribution Network for Different Capacity Levels of the Converter**

<table>
<thead>
<tr>
<th>Injected Q/ Rated P</th>
<th>Converter Capacity Increase (%)</th>
<th>Failure Index (( F_i ) %)</th>
</tr>
</thead>
<tbody>
<tr>
<td>0</td>
<td>0</td>
<td>30.19</td>
</tr>
<tr>
<td>0.2</td>
<td>1.98</td>
<td>23.0</td>
</tr>
<tr>
<td>0.4</td>
<td>7.70</td>
<td>12.8</td>
</tr>
<tr>
<td>0.6</td>
<td>16.62</td>
<td>1.8</td>
</tr>
<tr>
<td>0.8</td>
<td>28.06</td>
<td>0</td>
</tr>
<tr>
<td>1</td>
<td>41.42</td>
<td>0</td>
</tr>
</tbody>
</table>

The Simulations have taken into account the real network conditions and technical parameters including network, PV, converter and load pattern. Therefore, the analytical extrapolation is expected to have low uncertainty.

**VI. CONCLUSIONS**

A voltage imbalance sensitivity analysis and stochastic evaluation based on the rating and location of single-phase grid-connected rooftop PVs in a residential LV distribution network are presented. Through the studies, it is proved that rooftop PV installation will have minor effect on the voltage imbalance at the beginning of a LV feeder designed with engineering
judgments. However, it might increase at the end of the feeder to more than the standard limit. It is also proved that depending on the load of the phase in which the PV is installed, the voltage imbalance will increase or decrease based on the location and rating of the PVs. If a PV is installed on one feeder, the voltage imbalance will be modified on all the other LV feeders of the network. Based on the numerical results, a generalized characteristic of voltage imbalance of LV residential networks due to rooftop PV installation is presented. The stochastic simulation demonstrated that the failure index of non-standard voltage imbalance in these networks is high (30.19%). Improvement methods are investigated and a new control scheme for PV converter is proposed and its efficacy is verified by the stochastic and numerical results.

APPENDIX

(i). Monte Carlo Method Convergence

The stopping rule of the Monte Carlo method is chosen based on achieving an acceptable convergence for \( VUF \) and \( Var(VUF) \). In this study, the program was rerun for several trial numbers. The mean (\( \lambda \)) and \( Var(VUF) \) at the beginning and end of feeder in addition to Failure Index (FI, %) for different trial numbers is listed in Table VI. From this table, it can be seen that the mean, variance and failure index values do not vary much after \( N=10,000 \) trials. The error value in \( Var(VUF) \) is given in the last column of the table assuming the base case of 10,000 trials. It can be seen that an increase in trial number from 10,000 does not increase the error in variance significantly. Therefore this value is chosen as the stopping rule.

Table VI. Convergence of Monte Carlo Method for Different Trial Numbers.

<table>
<thead>
<tr>
<th>N (Trial Number)</th>
<th>Failure Index (FI) [%]</th>
<th>( \lambda ) at beginning of feeder</th>
<th>( \lambda ) at end of feeder</th>
<th>( Var(VUF) ) at beginning of the feeder [%]</th>
<th>( Var(VUF) ) at the end of feeder [%]</th>
<th>Error [%] of end ( Var(VUF) ) to other trial numbers</th>
</tr>
</thead>
<tbody>
<tr>
<td>1,000</td>
<td>4.9000</td>
<td>0.3846</td>
<td>1.5425</td>
<td>0.1692</td>
<td>5.9295</td>
<td>26.28</td>
</tr>
<tr>
<td>5,000</td>
<td>4.3400</td>
<td>0.3849</td>
<td>1.5309</td>
<td>0.1714</td>
<td>6.0554</td>
<td>24.71</td>
</tr>
<tr>
<td>10,000</td>
<td>6.8900</td>
<td>0.3864</td>
<td>1.5363</td>
<td>0.1905</td>
<td>6.8900</td>
<td>24.71</td>
</tr>
<tr>
<td>20,000</td>
<td>6.9900</td>
<td>0.3865</td>
<td>1.5346</td>
<td>0.1883</td>
<td>7.9531</td>
<td>1.12</td>
</tr>
<tr>
<td>30,000</td>
<td>7.0367</td>
<td>0.3867</td>
<td>1.5342</td>
<td>0.1900</td>
<td>8.0176</td>
<td>0.32</td>
</tr>
<tr>
<td>50,000</td>
<td>7.0700</td>
<td>0.3859</td>
<td>1.5328</td>
<td>0.1886</td>
<td>8.1231</td>
<td>0.98</td>
</tr>
<tr>
<td>75,000</td>
<td>6.9693</td>
<td>0.3864</td>
<td>1.5333</td>
<td>0.1896</td>
<td>8.0754</td>
<td>0.39</td>
</tr>
<tr>
<td>100,000</td>
<td>7.0400</td>
<td>0.3862</td>
<td>1.5336</td>
<td>0.1896</td>
<td>8.0561</td>
<td>0.15</td>
</tr>
</tbody>
</table>

(ii). Technical Parameters of the Studied Network

Table VII. Technical Parameters of the Studied LV Distribution Network

<table>
<thead>
<tr>
<th>Transformer</th>
<th>11/0.415 kV, 500 kVA, ( \Delta Y_{grounded} ), ( x=0.04 ) pu</th>
</tr>
</thead>
<tbody>
<tr>
<td>MV Feeder</td>
<td>Three-phase 11 kV radial</td>
</tr>
<tr>
<td></td>
<td>Supplying 4 transformers with total demand of 1MVA</td>
</tr>
<tr>
<td></td>
<td>50 mm(^2) ACSR, 2 km overhead line, ( (z=1.08+j0.302) ) ( \Omega/km )</td>
</tr>
<tr>
<td>LV Feeder</td>
<td>3 feeders, each 3-phase 4-wire, 415 V</td>
</tr>
<tr>
<td></td>
<td>Each with a length of 400 m long</td>
</tr>
<tr>
<td></td>
<td>Aerial Bundle Cable 70 mm(^2) ( (z=0.551+j0.088) ) ( \Omega/km ) for Phase wires and 35 mm(^2) ( (z=0.65+j0.09) ) ( \Omega/km ) for Neutral wire</td>
</tr>
<tr>
<td>Residential Load Type 1</td>
<td>20 one kW residential loads on each feeder (All on phase A)</td>
</tr>
<tr>
<td></td>
<td>( \cos\varphi=0.95, z=51.9840+j\times17.0863 ) ( \Omega )</td>
</tr>
<tr>
<td></td>
<td>Two loads connected to each pole, next pole distance 40 m</td>
</tr>
<tr>
<td>Residential Load Type 2</td>
<td>20 two kW residential loads on each feeder (All on phase B)</td>
</tr>
<tr>
<td></td>
<td>( \cos\varphi=0.95, z=25.9920+j\times8.5432 ) ( \Omega )</td>
</tr>
<tr>
<td>Residential Load Type 3</td>
<td>20 three kW residential load on each feeder (All on phase C)</td>
</tr>
<tr>
<td></td>
<td>( \cos\varphi=0.95, z=17.3290+j\times6.954 ) ( \Omega )</td>
</tr>
<tr>
<td>Rooftop PV</td>
<td>1-5 kW, unity power factor, ( L=5)mH</td>
</tr>
</tbody>
</table>

ACKNOWLEDGMENT

This project was supported financially by Australian Research Council through the ARC Discovery Grant DP 0774092.

REFERENCES


